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1 INTRODUCTION 
Concrete bridge deck slabs are exposed to severe 
environmental and mechanical loading. It is thus 
necessary to develop new technics to improve dura-
bility and increase load bearing capacity of these el-
ements. The present study focuses on the case of 
bridge deck slabs with insufficient ultimate limit 
state capacity in bending and / or shear. To reinforce 
them, it is proposed to add a layer of Ultra High Per-
formance Fiber Reinforced Concrete (UHPFRC) to 
the top of the slab, 25 to 75 mm in thickness, with or 
without small diameter steel reinforcement bars, thus 
creating a composite section (Fig. 1). 
 
 
 
Figure 1. Typical composite section (Habel et al., 2007) 
 
UHPFRC has excellent mechanical properties 
i.e., compressive strength higher than 150 MPa, ten-
sile strength higher than 10 MPa and with consider-
able tensile strain hardening and softening behavior 
(Denarié & Brühwiler, 2011). The layer acts as an 
external reinforcement, increasing the bending and 
shear resistance of the element. An additional bene-
fit of this improvement method is that UHPFRC has 
a very low permeability (Charron et al., 2007) and 
can serve as a waterproofing layer protecting the 
slab from the environmental influences such as wa-
ter and chlorides. 
The original conceptual idea (developed in 1999) 
has been investigated by means of extensive re-
search aimed at characterizing UHPFRC as well as 
the structural behaviour of R-UHPFRC – RC com-
posite structural members, combining material and 
structural engineering sciences. This paper presents 
the tensile behaviour of UHPFRC followed by the 
main results of a large experimental study on a series 
of composite beams and slabs. Using the test results, 
analytical models to predict the failure mode and re-
sistance of composite beams were developed. To 
conclude a design example and a field application on 
a bridge in Switzerland are presented. 
2 UHPFRC IN TENSION 
As illustrated in Figure 2, the uniaxial tensile behav-
iour of UHPFRC is divided into three phases. First, 
the material is elastic up to initiation of microcrack-
ing of the matrix. The elastic limit strength fUte has 
typical values of 7 to 11 MPa for currently used 
UHPFRCs.  
Second, it goes into a phase of strain hardening 
with multiple (non-visible) microcracking of the ma-
trix and fiber activation. The material still behaves 
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like a continuum. Strain hardening domain may 
reach strains of 2 to 5‰ where the tensile strength 
fUt is reached with typical values ranging from 9 to 
15 MPa. 
 
 
 
Figure 2. Tensile behavior of plain UHPFRC (Habel et al., 
2007) 
 
Third, upon the formation of a discrete mac-
rocrack at ultimate resistance, the phase of strain 
softening begins and the behaviour of the material is 
described by a stress-crack opening law with maxi-
mum crack openings reaching about half of the fiber 
length, i.e., 5 to 8 mm.  
3 EXPERIMENTAL INVESTIGATION ON 
COMPOSITE BEAMS AND SLABS 
The aim of the extensive experimental investigation 
is to understand the contribution of the UHPFRC 
layer to the behavior and resistance of composite 
beams and slabs under various types of loading. In 
the next paragraphs, the main conclusions of three 
series of tests are presented. In all cases, the UHP-
FRC layer was used as a tensile reinforcement. 
3.1 Bending tests 
Flexural tests were carried out on composite beams 
with a layer of 50 mm of reinforced UHPRC over a 
250 mm high reinforced concrete section. The layer 
of UHPFRC increased the resistance up to 165% 
compared to a reference RC beam (Oesterlee, 2010). 
At the serviceability limit state (SLS), the con-
crete is cracked but not the UHPFRC layer which 
controls the crack opening in the concrete and pro-
vides protection against water and chlorides (Fig. 
3a). Over the vertical macrocracks in the concrete, 
distributed microcracks develop in the UHPFRC 
layer. The flexural failure happens when a mac-
rocrack localizes in the UHPFRC layer where the 
highest moment is applied. As seen in Figure 3b, no 
debonding is observed at the interface between the 
UHPFRC layer and the concrete prior to failure 
(Habel et al. 2007). It is thus supposed that the be-
havior of composite beams is monolithic when sub-
mitted to pure flexural moments. 
 
 
 
Figure 3. Behavior of composite section in bending 
3.2 Cantilever tests 
Subsequently to these flexural tests, composite 
beams placed in a cantilever test setup were submit-
ted to combined bending and shear. These tests 
demonstrated that the layer of UHPFRC increases 
the resistance of the RC sections without modifying 
the rotation capacity when failing in shear (Noshi-
ravani & Brühwiler, 2013). In addition, the tests 
showed that for a RC section with insufficient shear 
capacity, an additional layer of UHPFRC, if de-
signed accordingly, can also modify the failure 
mode from flexure-shear failure with little defor-
mation to a ductile flexural failure. 
 
 
 
Figure 4. T Flexure-shear failure mode of composite beams 
(Noshiravani & Brühwiler, 2013) 
 
This test series allowed studying the flexure-shear 
failure mode of a composite beam and understanding 
how the UHPFRC layer contributes to the shear re-
sistance of the member. A flexure-shear failure oc-
curs when a flexural vertical crack in the RC section 
rotates towards the roller support and develops diag-
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onally. The widening of this inclined crack creates a 
prying action on the UHPFRC layer which induces a 
softening of the concrete below, as illustrated in 
Figure 4. This softening occurs between the mouth 
of the inclined crack and the point where the force 
acts and is known as the Intermediate-Crack induced 
Debonding (ICD) (Noshiravani & Brühwiler, 2013). 
With this debonding, the section can no longer be 
considered as monolithic and the member stiffness 
decreases. Over the ICD zone, the R-UHPFRC layer 
resists to the prying action and is submitted to dou-
ble curvature.  
3.3 Punching tests 
In order to study the behavior of larger specimens, a 
series of 3000×3000×260 mm composite slabs were 
fabricated and submitted to two-way shear. As seen 
in Figure 5, the layer of 50 mm of UHPFRC was 
easily casted over the concrete section. 
 
 
 
Figure 5. Placing of UHPFRC on large specimens 
 
These slabs were then tested in a punching test 
setup, as illustrated in Figure 6a. The slab was 
placed on a column of 260×260 mm and the force 
was applied in 8 points on the UHPFRC layer. Four 
composite slabs were tested. PBM1 to PBM3 all had 
a layer of 50 mm of UHPFRC. PBM2 and 3 had re-
spectively standard and high performance rein-
forcement placed in the layer. The fourth slab, 
PBM4, had a plain layer of 25 mm of UHPFRC. The 
reference concrete slab PG19 was previously tested 
by Guidotti (2010). 
The normalized force-rotation curves shown in 
Figure 6b are obtained with Equation 1. This opera-
tion allows taking out the effect of the various con-
crete strengths and static heights (Muttoni, 2008). 
) ݕ ൌ 	 ௏௕బௗඥ௙೎ , ݔ ൌ
టௗ
ௗ೒బାௗ೒ (1) 
 
 
 
Figure 6. Results of the punching tests: (a) test setup; (b) nor-
malized force-rotation curve; (c) punching cone as observed on 
the cut slabs after the end of the test 
 
These tests showed that a layer of 50 mm of 
UHPFRC (PBM1 to 3) increases the resistance of a 
concrete slab by over 67% without reducing its rota-
tion capacity. However, the use of reinforcement in 
the UHPFRC layer brings no added value, as all 
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three slabs with the 50 mm layer, with or without re-
inforcement, have the same resistance.  
The punching cones illustrated in Figure 6c were 
traced from what was observed on the cut slabs, af-
ter the end of the test. In all cases except PBM3, the 
test was stopped immediately after the punching 
failure. In the case of PBM3, the test continued after 
the pic resistance in order to study the post-pic be-
havior of the slab. As it can be noted, the UHPFRC 
layer does not significantly modify the angle of the 
punching cone; the shape of the cone is similar for 
all 5 slabs.  
On Figure 6c, it can also be observed that in all 
cases, the failure crack rotates just below the inter-
face between the concrete and the UHPFRC layer, at 
the level of the tensile reinforcement in the concrete. 
This delamination appears only after the opening of 
the critical shear crack when the cone tries to push 
through the layer of UHPFRC. The layer of UHP-
FRC works in bending as was observed in the case 
of one-way shear (Fig. 4). 
4 ANALYTICAL MODELS 
Two analytical models are introduced hereafter. 
They are useful for the correct design of reinforce-
ment with UHPFRC. In all cases, it should be veri-
fied that the shear resistance is higher than the bend-
ing resistance to insure a ductile flexural failure of 
the structural element. 
4.1 Behaviour in bending 
As described previously, when a beam reaches ulti-
mate resistance in bending, no debonding between 
UHPFRC and concrete occurs. The composite 
beams thus behave monolithically and the hypothe-
sis of Bernoulli - plane sections remain plane- is val-
id. To calculate the ultimate resisting moment in 
bending for a composite beam, it was thus proposed 
to use a plane section analysis as given in Figure 7 
(Habel, 2006).  
 
 
 
Figure 7. Analytical model for bending (Habel et al., 2006) 
 
To obtain the ultimate resistance, it is supposed 
that the UHPFRC layer as well as the rebars in the 
layer and at the top of the concrete section have all 
yielded. It is then possible to find the height of the 
neutral axis by stating equilibrium of all the forces 
on the section. 
4.2 Behaviour in combined bending and shear 
The failure mechanism in combined bending and 
shear was explained in chapter 3.2 and illustrated in 
Figure 4. 
 
 
 
Figure 8. Analytical model for shear (Noshiravani & 
Brühwiler, 2013c) 
 
This mechanism is used by Noshiravani & 
Brühwiler (2013c) to propose a simplified formula-
tion to evaluate the flexure-shear strength of a com-
posite beam, VRU-RC. Equation 2 calculates it as the 
sum of the contribution of concrete (VC), stirrups in 
steel (Vs) and UHPFRC layer (VRU). 
ோܸ௎ିோ஼ ൌ ௖ܸ ൅ ௦ܸ ൅ ோܸ௎ (2) 
The shear resistance of concrete Vc along the diago-
nal crack is obtained with Equation 3 proposed by 
Stoffel (2000). In this equation, fce is the effective 
strength of concrete and can be taken as 0,8fc. The 
variable b is the width of the section and can be tak-
en as 1 m in the case of a slab. The height of the 
compression zone, x, is obtained when the sectional 
analysis is done for the composite beam (Figs. 7-8). 
The angle of the diagonal crack with respect to the 
longitudinal axis angle is αc (Figs 4, 8). The value of αc should be between 20° and 60°. 
௖ܸ ൌ ௙೎೐௕ଶ ቂ
௫
ୱ୧୬ఈ೎	ሺ1 െ cos ߙ௖ 	ሻቃ (3) 
The shear resistance of steel Vs is simply the area 
of shear reinforcement times the yield limit of the 
steel, as given by Equation 4. 
௦ܸ ൌ ܣ௦௪ ௦݂௪ (4) 
Finally, the shear resistance of the UHPFRC layer 
VRU submitted to bending in double curvature is a 
function of its flexural resistance MRU,max and the 
maximum possible length of the ICD zone lICD,max, 
as stated by Equations 5. The bending resistance of 
the layer can be calculated with a plane section anal-
ysis while the ICD length is obtained geometrically 
using the angle of the diagonal crack αc and the span 
length. The maximum ICD zone develops bellow the 
interface between the mouth of the diagonal crack 
and the top support or force point. It is given by 
Equation 6 where dsc is the static height of the RC 
section as shown in Figure 7. 
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ோܸ௎ ൌ ଶெೃೆ,೘ೌೣ௟಺಴ವ,೘ೌೣ  (5) 
݈ூ஼஽,௠௔௫ ൌ ܽ െ ௗೞ೎୲ୟ୬ఈ೎ (6) 
5 DESIGN EXAMPLE 
In the next section, the design of a composite canti-
lever slab submitted to concentrated forces is pre-
sented. The calculations to evaluate the ultimate re-
sistance are showed step-by-step. The reinforcement 
of this slab is given in Figure 9. The slab is subject-
ed to two symmetrical concentrated forces applied 
on an area of 400×400 mm. The proposed material 
properties are given in Table 1. 
 
 
 
Figure 9. Design example: (a) slab layout and reinforcement; 
(b) loading pattern. 
 
Table 1. Material properties. 
Concrete 
Ec [MPa] fc [MPa] 
30 000 25 
UHPFRC 
EU [MPa] fUt [MPa] εUt,u [‰] 
50 000 10 5 
Steel 
Es [MPa] fsy [MPa] εsu [‰] 
210 000 550 10 
5.1 Bending resistance 
To calculate the ultimate bending resistance, the 
method proposed in paragraph 4.1 is used. The neu-
tral axis is at 68 mm from the bottom concrete fiber. 
It was obtained by iterative calculations. The calcu-
lation is summarized in Table 2. 
 
Table 2. Sectional analysis. 
 ε [‰] 
σ 
[MPa] 
F 
[kN/m] 
Static 
height 
[mm] 
Moment 
[kNm/m] 
UHPFRC 5 10 400 200 80 
AsU 4.3 550 498 200 100 
Asc,t 2.8 550 885 152 135 
Concrete -1.3 -25 -1437 29 -41 
Asc,c -1.3 -280 -345 27 -9 
 Total 265 
The proposed slab was analyzed using the linear 
elastic theory. This simple method provides a lower 
bound estimation of the flexural resistance of the 
slab. It was thus calculated, that the ultimate force F 
that can be applied to approach the flexural capacity 
of the slab is 632 kN. 
5.2 Shear resistance 
The shear resistance of this slab is calculated for a 
strip of 1 m using Equations 2, 3 and 5. This slab has 
no shear reinforcement, thus vs is equal to zero. The 
angle of the diagonal crack αc was obtained by itera-
tive calculations in order to get the smallest total 
shear resistance. The calculations are summarized in 
Table 3.  
 
Table 3. Shear resistance calculation. 
x 68 mm 
αc 47° 
mRU,max 11 kNm/m 
lICD,max 132 mm 
vc 294 kN/m 
vRU 160 kN/m 
vRU-RC 454 kN/m 
 
The length of the control section was calculated as 
prescribed by the fib-Model Code 2010 (2012) in the 
case of a clamped edge support. The load distribu-
tion angle to the support is assumed at 45° and the 
calculated length is 1500 mm as illustrated in Figure 
10. The ultimate force F that can be applied to get to 
the shear resistance is thus 681 kN. 
 
 
 
Figure 10. Design example: (a) slab layout and reinforcement; 
(b) loading pattern. 
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5.3 General comments 
This composite slab has a lower flexural resistance 
than its shear resistance. Thus the flexural capacity 
governs the design. A more detailed analysis of the 
slab using upper bound solutions would be needed in 
order to get less conservative values. 
6 FIELD APPLICATION 
A RC massive slab bridge supported by 6 columns, 
built in 1963 and located near Lausanne, in Switzer-
land, was reinforced with a layer of UHPFRC  in 
autumn 2011 (Fig. 11). Before the intervention, the 
slab parts over the column supports did not meet the 
requirements for structural safety in bending and 
shear of the Swiss standards for existing structures 
(SIA, 2011). 
 
(a) 
 
(b) 
 
 
(c) 
 
 
Figure 11. Placing of UHPFRC on bridge slab 
 
The top layer of approximately 20 to 40mm of the 
RC slab was first removed with high pressure water 
jet. Then, as proposed before, it was decided to vary 
the thickness of the layer of UHPFRC across the 
slab, placing a thicker layer over the columns where 
more strengthening was needed (Fig. 11c). A layer 
of 25 mm of UHPFRC was cast over the slab for 
strengthening and waterproofing. Over the column 
supports, a thicker layer of 65 mm was placed with 
18 mm diameter steel rebars. This intervention sig-
nificantly improved the load bearing capacity and 
durability of the bridge. It also demonstrated the 
simplicity in applying this technology to a full scale 
structure. 
This is only one example out of many strengthen-
ing with UHPFRC that has been performed in Swit-
zerland and elsewhere. At the moment of writing 
this paper, over 20 bridges had been rehabilitated us-
ing this technology. 
7 CONCLUSION 
An experimental campaign on composite elements 
has demonstrated that a layer of R-UHPFRC over a 
RC section significantly increases the load bearing 
capacity. Analytical models are available and their 
simplicity has been demonstrated by a design exam-
ple. A site application showed that this concept is al-
so simple to apply to full size structures. 
 
 
 
Figure 12. Example of a localized repair on a RC slab 
 
This conceptual idea combines efficiently the pro-
tection and resistance properties of UHPFRC. To 
take advantage of the properties of this material and 
to optimize its use, it is interesting when designing a 
reinforcement to identify the zones of the slab that 
need strengthening and those that simply need wa-
terproofing. The thickness of the layer can therefore 
vary accordingly adding some extra steel rebars 
when strengthening is needed as illustrated in Fig-
ure 12. The rehabilitated structures then have a sig-
nificantly improved structural resistance and durabil-
ity. 
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